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Luminaire Schedule w z
Symbol Qty Label Arrangement Lum. Lumens Lum. Watts LLF Description [MANUFAC] Filename z
40 A Single 6071 37.52 0.720 LPGC-A03-830-5SQ, Mounted 8ft SIGNIFY STONCO LPGC-A03-830-5SQ.ies o
g 2 C Single 976 11 0.720 CW2DF2BKBK80511A30606, Wall Mounted 10ft Lucifer CW2_DF2 90CRI_11W_3000K _60DEG.ies s z
1 D Single 800 8.8 0.720 OL15400TXB, Mounted 6ft-8in Philips LEDBulb_A19 E26 8,8-60W-IES.ies P
5 E Single 800 8.8 0.720 2RS1-WH-80S15A2-2HB1-TR204, Canopy Mounted 71t-8in Philips LEDBulb_A19 E26 8,8-60W-IES.ies : —
1 F Single 5028 48.5 0.720 VL72-42-G2-5-W-3-N, 10ft Pole SIGNIFY HADCO VL72-42-G2-5-W-3-N.ies >
1 G Single 4945 48.5 0.720 VL72-42-G2-3-W-3-N, 10ft Pole SIGNIFY HADCO VL72-42-G2-3-W-3-N.ies ° z
1
Calculation Summary J m
Label CalcType Units Avg Max Min Avg/Min Max/Min Description
Exterior llluminance Fc 0.14 2.7 0.0 N.A. N.A. 10ft Grid
—
Scale: 1 inch= 16 Ft.

3420 West Clay Street, Richmond, VA 23220 phone: 410-712-0239

333 West Ostend Street, Suite 200 « Baltimore, MD 21230 ¢ phone: 410-712-0239
tolerances, component malfunctions, obstructions, varying surface reflectances
and field conditions. The owner assumes all responsibility for compliance with

Lighting Environments assumes no responsibility for any errors in the IES files,
federal, state and/or local codes and regulations.

background images, or other information provided to be used in these
calculations. Actual or measured results may vary due to manufacturer



Scale: 1 inch= 16 Ft.
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Luminaire Schedule
Symbol Qty Label Arrangement Lum. Lumens Lum. Watts LLF Description [MANUFAC] Filename
32 B Single 4656 36.5 0.720 ERAN MTS_MTO-48L-835, Mounted 8ft DAY-BRITE by 2FPZ48L835-4-DS-UNV-DIM.ies
SIGNIFY
Calculation Summary
Label CalcType Units Avg Max Min Avg/Min Max/Min Description
Garage 2nd floor_Floor llluminance Fc 5.27 18.6 0.3 17.57 62.00 8ft Grid

BELIGHTING
A ENVIRONMENTS

333 West Ostend Street, Suite 200 ¢ Baltimore, MD 21230 * phone: 410-712-0239

3420 West Clay Street, Richmond, VA 23220 phone: 410-712-0239

Lighting Environments assumes no responsibility for any errors in the IES files,

background images, or other information provided to be used in these
calculations. Actual or measured results may vary due to manufacturer

tolerances, component malfunctions, obstructions, varying surface reflectances
and field conditions. The owner assumes all responsibility for compliance with

federal, state and/or local codes and regulations.
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