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G-001

AB ANCHOR BOLT
ACST ACOUSTIC(AL)
ADDL ADDITIONAL
ADDN ADDITION
ADH ADHESIVE
ADJ ADJACENT, ADJOINING, 

ADJUSTABLE
AED AUTOMATED EXTERNAL 

DEFIBRILLATOR
AFF ABOVE FINISH FLOOR
ALT ALTERNATE
ALUM ALUMINUM
ANCH ANCHOR
ANOD ANODIZE(D)
AP ACCESS PANEL
APC ACOUSTICAL PANEL CEILING
APPROX APPROXIMATE
ASPH ASPHALT
AUTO AUTOMATIC
AVE AVERAGE
AWT ACOUSTICAL WALL TREATMENT

BAL SHT BALANCE SHEET
BC BRICK COLOR
BCS BABY CHANGING STATION
BD BOARD
BG BUMPER GUARD
BITUM BITUMINOUS
BLDG BUILDING
BLKG BLOCKING (WOOD)
BOT BOTTOM
BRDG BRIDGING
BRG BEARING
BRK PV BRICK PAVERS
BRKT BRACKET
BSMT BASEMENT
BTWN BETWEEN
BUR BUILT UP ROOFING

CAB CABINET
CB CHALKBOARD
CC CUBICLE CURTAIN
CCT CUBICLE CURTAIN TRACK
CFCI CONTRACTOR FURNISHED

CONTRACTOR INSTALLED
CFMF COLD-FORMED METAL FRAMING
CG CORNER GUARD
CH COAT HOOK
CIP CONC CAST-IN-PLACE CONCRETE
CJ CONTROL JOING, CONSTRUCTION 

JOINT
CLG CEILING
CLR CLEAR
CMU CONCRETE MASONRY UNIT
CNTR COUNTER
CO CLEAN OUT, CASED OPENING
COL COLUMN
COMB COMBINATION, COMBINED
COMP COMPRESSIBLE
COMPT COMPARTMENT
CONC CONCRETE
CONC CTG CONCRETE COATING
COND CONDITION
CONT CONTINUOUS
CONTR CONTRACTOR
CORR CORRIDOR
CPRS COMPRESSIBLE
CPT CARPET
CR CLOSET ROD
CRL CRASH RAIL
CRS COLD-ROLLED STEEL
CTR CENTER(S)
CUH CABINET UNIT HEATER
CUV CABINET UNIT VENTILATOR
CW CURTAINWALL

D DEEP, DEPTH, PENNY NAIL
DC DISPLAY CASE
DET DETAIL
DETN DETENTION
DF DRINKING FOUNTAIN
DIA DIAMETER
DIM DIMENSION
DN DOWN
DP DECORATIVE PANEL
DR DOOR
DS DOWNSPOUT
DWG DRAWING(S)

EHD ELECTRIC HAND DRYER
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRIC, ELECTRICAL
ELEV ELEVATOR
EMBED EMBEDMENT
EMER EMERGENCY
EPDM ETHYLENE PROPYLENE DIENE 

MONOMER
EQ EQUAL
EQUIP EQUIPMENT
ES EXPOSED STRUCTURE
ETR EXISTING TO REMAIN
EW EACH WAY
EWC ELECTRIC WATER COOLER
EWH ELECTRIC WATER HEATER
EXIST EXISTING
EXP EXPANSION
EXT EXTERIOR

FAB FABRIC
FD FLOOR DRAIN
FDTN FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISH FLOOR
FHC FIRE HOSE CABINET
FIN FINISH
FLASH FLASHING
FLP FLOOR PATTERN

FLR FLOOR
FRP FIBER REINFORCED PLASTIC
FTG FOOTING
FURG C FURRING CHANNEL
FURN FURNACE
FWC FABRIC WALLCOVERING

GA GAGE, GAUGE
GALV GALVANIZED
GB GRAB BAR
GFRC GLASS-FIBER REINFORCED 

CONCRETE
GL GLASS
GL BLK GLASS BLOCK
GLZ CMU GLAZED CONCRETE MASONRY UNIT
GRFG GLASS-FIBER REINFORCED GYPSUM
GT GROUT
GWH GAS FIRED WATER HEATER
GYP BD GYPSUM WALL BOARD

H HIGH, HATCH (ROOF)
HB HOSE BIB
HDNR HARDENER
HDW HARDWARE
HDWD HARDWOOD
HM HOLLOW METAL
HORIZ HORIZONTAL
HR HANDRAIL
HT HEIGHT
HTG HEATING
HVAC HEATING, VENTILATING, AND AIR 

CONDITIONING

ID INSIDE DIAMETER, INSIDE 
DIMENSION

IF INSIDE FACE
INCL INCLUDED
INSUL INSULATION
INT INTERIOR
INV INVERT

JT JOINT

KD KNOCKED DOWN
KOP KNOCK OUT PANEL

L LONG, ANGLE
LAM LAMINATE(D)
LAV LAVATORY
LH LEFT HAND
LINO LINOLEUM
LKR LOCKER
LL LIVE LOAD, LOW LEVEL
LLH LONG LEG HORIZONTAL
LLV LONG LEG VERTICAL
LT LIGHT
LVL LEVEL
LVR LOUVER

MAS MASONRY
MATL MATERIAL
MAX MAXIMUM
MB MARKERBOARD
MBH MOB/BROOM HOLDER
MECH MECHANICAL
MED MEDIUM
MEZZ MEZZANINE
MFR MANUFACTURER
MH MANHOLE
MI MIRROR
MIN MINIMUM, MINUTE
MISC MISCELLANEOUS
MO MASONRY OPENING
MOD MODEL, MODULE, MODULAR
MSB MOP SERVICE BASIN
MT MOUNT
MTL METAL

NDU NEEDLE DISPOSAL UNIT
NIC NOT IN CONTRACT, NOISE 

ISOLATION CLASS
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE

OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER, OUTSIDE 

DIMENSION
OF OUTSIDE FACE
OFCI OWNER FURNISHED CONTRACTOR 

INSTALLED
OFD OVERFLOW DRAIN
OFOI OWNER FURNISHED OWNER 

INSTALLED
OH OVERHEAD
OH DR OVERHEAD DOOR
OP OPERABLE PARTITION
OPH OPPOSITE HAND
OPNG OPENING
OPP OPPOSITE 
OS OVERFLOW SCUPPER

PC PORTLAND CEMENT, POINT 
OF CURVE, POLYCARBONATE

PCC PRECAST CONCRETE
PERIM PERIMETER
PJ PROJECTOR
PL PLATE, PLASTIC LAMINATE
PLAS PLASTER
PLBG PLUMBING
PLYWD PLYWOOD
PS PROJECTION SCREEN
PSF POUNDS PER SQUARE FOOT
PT PAINT
PTD PAPER TOWEL DISPENSER
PTDR PAPER TOWEL DISPENSER & 

RECEPTACLE
PTN PARTITION

PTR PAPER TOWEL RECEPTACLE
PVC POLYVINYL CHLORIDE
PVG PAVING

R RISER, RADIUS, THERMAL 
RESISTANCE (R-VALUE)

RB RESILIENT BASE
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN, ROAD
REF REFERENCE, REFRIGERATOR
REINF REINFORCE
REQD REQUIRED
RF RESILIENT FLOORING
RFG ROOFING
RFM REMOVABLE FLOOR MAT
RH RIGHT HAND
RO ROUGH OPENING
RSF RESINOUS FLOORING
RST REINFORCING STEEL
RTF RESILIENT TILE FLOORING
RV ROOF VENT, ROOF VENTILATOR

STANDARD ABBREVIATIONS

SC SEALED CONCRETE
SCHED SCHEDULE
SCR SHOWER CURTAIN ROD
SCWD SOLID CORE WOOD DOOR
SD SOAD DISPENSER
SECT SECTION
SF STOREFRONT
SH SHINGLES, SINGLE HUNG 

(WINDOW)
SHT SHEET
SHTHG SHEATHING
SHV SHELVING
SLNT SEALANT
SND SANITARY NAPKIN DISPENSER
SNDU SANITARY NAPKIN DISPOSAL UNIT
SOG SLAB ON GRADE
SPCG SPACING
SPEC SPECIFICATION
SPKR SPEAKER
SQ SQUARE
SS SERVICE SINK , SOLID SURFACING
SST STAINLESS STEEL, SHOWER SEAT
STD STANDARD
STL STEEL
STL JST STEEL JOIST
STL LNTL STEEL LINTEL
STL PL STEEL PLATE
STL RF DK STEEL ROOF DECK
STL TR STEEL TRUSS
STN STAIN
STRUCT STRUCTURAL
SUSP SUSPEND
SV SHEET VINYL
SWP SHEET WALL PROTECTION
SYMM SYMMETRICAL
SYNTH SYNTHETIC

T TILE, TREAD
T&G TONGUE AND GROOVE
T/S TUB/SHOWER
TB TOWEL BAR, TACKBOARD
TC TOILET COMPARTMENT
TD TRENCH DRAIN
TER TERRAZZO
THK THICK
TOB TOP OF BEAM
TOC TOP OF CONCRETE, TOP OF CURB
TOF TOP OF FOOTING
TOM TOP OF MASONRY
TOS TOP OF SLAB, TOP OF STEEL
TOW TOP OF WALL
TPH TOILET PAPER HOLDER
TR TOWEL RACK
TS TUBE STEEL, TRANSITION STRIP

UNO UNLESS NOTED OTHERWISE 

VCT VINYL COMPOSITION TILE
VERT VERTICAL
VIF VERIFY IN FIELD
VWC VINYL WALL COVERING

W WIDE, WEST
WC WALL COVERING
WD WOOD, WOOD DOOR
WDW WINDOW
WP WALL PATTERN, 

WATERPROOFING
WT WEIGHT, WINDOW TREATMENT
WWF WELDED WIRE FABRIC

SHEET INDEX

SHEET NO. SHEET NAME

E-601 SCHEDULES AND DIAGRAMS

E-602 PANEL SCHEDULES

E-603 PANEL SCHEDULES

E-604 PANEL SCHEDULES

E-901 ELECTRICAL DIAGRAMS

ED901 ELECTRICAL DEMOLITION PLAN

AUDIO VISUAL

TA-001 LEGEND SHEET - AUDIO VISUAL

TA-120 FIRST FLOOR PLAN - AUDIO VISUAL

TA-121 FIRST FLOOR RCP - AUDIO VISUAL

TA-130 SECOND FLOOR PLAN - AUDIO VISUAL

TA-401 DETAILS & ELEVATIONS

TA-601 BLOCK DIAGRAMS - AUDIO VISUAL

TELECOM

TT-001 LEGEND SHEET - TELECOM

TT-010 SITE PLAN - TELECOM

TT-110 BASEMENT FLOOR PLAN - TELECOM

TT-111 BASEMENT FLOOR RCP - TELECOM

TT-120 FIRST FLOOR PLAN - TELECOM

TT-121 FIRST FLOOR RCP - TELECOM

TT-130 SECOND FLOOR PLAN - TELECOM

TT-131 SECOND FLOOR RCP - TELECOM

TT-140 ROOF PLAN - TELECOM

TT-201 L.S.P. ELEVATIONS - TELECOM

TT-401 DETAILS - TELECOM

TT-402 DETAILS - TELECOM

TT-403 DETAILS - TELECOM

TT-404 DETAILS - TELECOM

TT-405 DETAILS - TELECOM

TT-601 BLOCK DIAGRAMS - TELECOM

SECURITY

TY-001 LEGEND SHEET - SECURITY

TY-010 SITE PLAN - SECURITY

TY-110 BASEMENT FLOOR PLAN - SECURITY

TY-120 FIRST FLOOR PLAN - SECURITY

TY-130 SECOND FLOOR PLAN - SECURITY

TY-201 LARGE SCALE PLANS & ELEVATIONS - SECURITY

TY-401 DETAILS SECURITY

TY-402 DETAILS - SECURITY

TY-403 DETAILS - SECURITY

TY-404 DETAILS - SECURITY

TY-601 BLOCK DIAGRAMS - SECURITY

TY-602 BLOCK DIAGRAMS - SECURITY

TY-603 BLOCK DIAGRMAS - SECURITY

TY-604 BLOCK DIAGRMAS - SECURITY

SHEET INDEX

SHEET NO. SHEET NAME

A-413 INTERIOR ELEVATIONS - TOILET ROOMS

A-414 INTERIOR ELEVATIONS - TOILET ROOMS

A-415 INTERIOR ELEVATIONS - TOILET ROOMS

A-416 INTERIOR ELEVATIONS - TOILET ROOMS

A-421 INTERIOR ELEVATIONS

A-422 INTERIOR ELEVATIONS

A-423 INTERIOR ELEVATIONS

A-424 INTERIOR ELEVATIONS

A-425 INTERIOR ELEVATIONS

A-430 CEILING DETAILS

A-431 CEILING DETAILS

A-440 MILLWORK DETAILS

A-441 MILLWORK DETAILS

A-442 MILLWORK DETAILS

A-450 STAIR 01 & STAIR 02 PLANS

A-451 OPEN STAIR AND ELEVATOR PLANS

A-452 STAIR 01 SECTIONS

A-453 STAIR 02 & OPEN STAIR SECTIONS

A-454 ELEVATOR SECTIONS

A-601 DOOR SCHEDULE & ELEVATIONS

A-602 DOOR HEAD, JAMB & SILL DETAILS

A-603 THRESHOLD & TRANSITION DETAILS

A-604 DOOR HARDWARE SETS

A-605 DOOR HARDWARE SETS

A-610 INTERIOR GLAZING SCHEDULE AND LOUVERS

A-611 GLAZING SCHEDULE & ELEVATIONS

A-612 GLAZING SCHEDULE, ELEVATIONS & DETAILS

A-621 FINISH SCHEDULE

A-631 WALL PARTITION TYPES

A-632 WALL PARTITION TYPES

A-633 WALL PARTITION TYPES

INTERIORS

I-101 BASEMENT FLOOR FURNITURE PLAN

I-111 FIRST FLOOR FURNITURE PLAN

I-121 SECOND FLOOR FURNITURE PLAN

I-131 FURNITURE SCHEDULE & DETENTION EQUIPMENT

I-132 FURNITURE PLANS - ENLARGED WORKSTATIONS

I-201 BASEMENT SIGNAGE PLAN AND SCHEDULE

I-211 FIRST FLOOR SIGNAGE PLAN AND SCHEDULE

I-221 SECOND FLOOR SIGNAGE PLAN AND SIGNAGE

I-601 SIGNAGE TYPES

I-602 SIGNAGE TYPES

FIRING RANGE

FR-110 FIRING RANGE FLOOR PLAN AND SCHEDULE

FR-120 FIRING RANGE SECTION AND ELEVATION

FR-130 FIRING RANGE BAFFLE PLAN AND SECTIONS

PLUMBING

P-001 PLUMBING COVER SHEET

P-002 PLUMBING DETAILS

P-003 PLUMBING DETAILS

P-004 SCHEDULES AND DIAGRAMS

P-110U UNDERSLAB STORM, WASTE & VENT PLAN

P-110 BASEMENT STORM, WASTE & VENT PLAN

P-111 FIRST FLOOR STORM, WASTE & VENT PLAN

P-112 SECOND FLOOR STORM, WASTE & VENT PLAN

P-113 ROOF STORM, WASTE & VENT PLAN

P-120 BASEMENT WATER & FIRE PLAN

P-121 FIRST FLOOR WATER, FIRE & GAS PLAN

P-122 SECOND FLOOR WATER, FIRE & GAS PLAN

P-123 ROOF DOMESTIC WATER PLAN

P-200 PLUMBING ENLARGED PLANS

P-201 PLUMBING ENLARGED PLANS

P-300 RISER DIAGRAMS

P-301 RISER DIAGRAMS

MECHANICAL

M-006 MECHANICAL CALCULATIONS

M-110 BASEMENT DUCTWORK PLAN

M-111 FIRST FLOOR DUCTWORK PLAN

M-112 SECOND FLOOR DUCTWORK PLAN

M-113 ROOF DUCTWORK PLAN

M-120 BASEMENT PIPING PLAN

M-121 FIRST FLOOR PIPING PLAN

M-122 SECOND FLOOR PIPING PLAN

M-123 ROOF PIPING PLAN

M-001 MECHANICAL COVER SHEET

M-002 MECHANICAL DETAILS

M-003 MECHANICAL DETAILS

M-004 MECHANICAL SCHEDULES

M-005 MECHANICAL SCHEDULES

M-401 MECHANICAL RISER DIAGRAMS

ELECTRICAL

E-001 ELECTRICAL COVER SHEET

E-002 ELECTRICAL SYMBOLS

E-100 ELECTRICAL SITE LIGHTING PLAN

E-101 ELECTRICAL SITE LIGHTING PLAN

E-102 ELECTRICAL SITE POWER PLAN

E-110 BASEMENT LIGHTING PLAN

E-111 FIRST FLOOR LIGHTING PLAN

E-112 SECOND FLOOR LIGHTING PLAN

E-120 BASEMENT POWER PLAN

E-121 FIRST FLOOR POWER PLAN

E-122 SECOND FLOOR POWER PLAN

E-130 BASEMENT FIRE ALARM PLAN

E-131 FIRST FLOOR FIRE ALARM PLAN

E-132 SECOND FLOOR FIRE ALARM PLAN

E-140 BASEMENT EQUIPMENT PLAN

E-141 FIRST FLOOR EQUIPMENT PLAN

E-142 SECOND FLOOR EQUIPMENT PLAN

E-143 ROOF EQUIPMENT PLAN

E-400 LARGE SCALE FLOOR PLANS

E-500 ELECTRICAL DETAILS

E-501 ELECTRICAL DETAILS

E-502 ELECTRICAL DETAILS - LIGHTING CONTROL

E-503 ELECTRICAL DETAILS - FIRE ALARM

E-504 ELECTRICAL DETAILS - LIGHTNING PROTECTION

E-600 SCHEDULES AND DIAGRAMS

SHEET INDEX

SHEET NO. SHEET NAME

GENERAL

G-000 COVER

G-001 INDEX, ABBREVIATIONS & SYMBOLS

G-002 ADA STANDARDS AND MOUNTING HEIGHTS

G-003 CODE ANALYSIS SUMMARY & MEETING MINUTES

G-004 PENETRATION DETAILS

G-005 PENETRATION DETAILS

G-006 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-007 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-008 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-009 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-010 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-011 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-012 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-013 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-014 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-015 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-016 UL RATED WALL PARTITIONS, ASSEMBLIES, AND DETAILS

G-101 BASEMENT CODE ANALYSIS PLAN

G-111 FIRST FLOOR CODE ANALYSIS PLAN

G-121 SECOND FLOOR CODE ANALYSIS PLAN

G-301 CODE ANALYSIS BUILDING SECTIONS

CIVIL

C-001 COVER SHEET

C-002 ABBREVIATIONS, NOTES & LEGEND

C-101 EXISTING CONDITIONS

C-102 DEMOLITION PLAN

C-103 SITE PLAN

C-104 GRADING AND UTILITY PLAN

C-105 LOT COVERAGE CALCULATION

C-106 LANDSCAPE PLAN

C-107 TREE PRESERVATION PLAN

C-108 LIGHTING PLAN

C-201 EROSION AND SEDIMENT CONTROL PLAN - PHASE I

C-202 EROSION AND SEDIMENT CONTROL PLAN - PHASE II

C-203 EROSION AND SEDIMENT CONTROL NARRATIVE

C-204 EROSION AND SEDIMENT CONTROL DETAILS

C-301 STORM SEWER PLAN & PROFILE

C-302 STORM & WATER PROFILES

C-303 SWM/OUTFALL NARRATIVES

C-304 PRE- AND POST-DEV LAND COVER

C-305 PRE- AND POST-DEV DRAINAGE PATTERNS

C-306 PRE- AND POST-DEV 2- AND 1O- YR FLOWS

C-307 STORMWATER MANAGEMENT DETAILS

C-308 STORMWATER MANAGEMENT DETAILS

C-501 CONSTRUCTION DETAILS

C-502 CONSTRUCTION DETAILS

C-503 LANDSCAPE SCHEDULE & DETAILS

C-504 TREE PRESERVATION DETAILS

C-505 SITE LIGHTING DETAILS

STRUCTURAL

S-001 GENERAL STRUCTURAL NOTES

S-002 GENERAL STRUCTURAL NOTES CONT'D

S-003 SPECIAL INSPECTIONS

S-004 SNOW DRIFT LOADING PLAN

S-101 STRUCTURAL FOUNDATION PLAN

S-111 FIRST FLOOR FRAMING PLAN

S-121 SECOND FLOOR FRAMING PLAN

S-131 ROOF FRAMING PLAN

S-141 HIGH ROOF TRUSS FRAMING PLAN

S-200 STRUCTURAL FRAMING ELEVATIONS

S-300 FOUNDATION DETAILS

S-301 FOUNDATION DETAILS

S-302 FOUNDATION DETAILS

S-400 FRAMING DETAILS

S-401 FRAMING DETAILS

S-402 FRAMING DETAILS

S-411 PV CANOPY STRUCTURAL PLANS AND DETAILS

S-410 COLUMN SCHEDULE

S-700 STRUCTURAL STANDARD DETAILS

S-701 STRUCTURAL STANDARD DETAILS

S-702 STRUCTURAL STANDARD DETAILS

ARCHITECTURAL SITE

AS-101 ARCHITECTURAL SITE PLAN

AS-102 ARCHITECTURAL SITE PLAN - PLAZA

AS-111 SITE DETAILS

AS-112 SITE DETAILS

ARCHITECTURAL

A-101 BASEMENT ANNOTATION PLAN

A-102 BASEMENT DIMENSION PLAN

A-103 BASEMENT FINISH PLAN

A-104 BASEMENT REFLECTED CEILING PLAN

A-111 FIRST FLOOR ANNOTATION PLAN

A-112 FIRST FLOOR DIMENSION PLAN

A-113 FIRST FLOOR FINISH PLAN

A-114 FIRST FLOOR REFLECTED CEILING PLAN

A-121 SECOND FLOOR ANNOTATION PLAN

A-122 SECOND FLOOR DIMENSION PLAN

A-123 SECOND FLOOR FINISH PLAN

A-124 SECOND FLOOR REFLECTED CEILING PLAN

A-131 ROOF ANNOTATION PLAN

A-201 EXTERIOR ELEVATIONS

A-202 EXTERIOR ELEVATIONS

A-301 BUILDING SECTIONS

A-302 BUILDING SECTIONS

A-311 WALL SECTIONS

A-312 WALL SECTIONS

A-313 WALL SECTIONS

A-320 PLAN DETAILS

A-321 PLAN DETAILS

A-322 PLAN DETAILS

A-330 ENLARGED SECTION DETAILS

A-331 ENLARGED SECTION DETAILS

A-332 ENLARGED SECTION DETAILS

A-333 ENLARGED SECTION DETAILS

A-410 ENLARGED PLANS - TOILET ROOMS

A-411 ENLARGED PLANS

NO. DESCRIPTION DATE

1 PERMIT REVISION 04.30.20

1

1

1

1

1

1

1

1



M
A

S
O

N
R

Y
 P

E
R

IM
E

T
E

R
 W

A
L
L

NEW 
COMMUNITY 

PLAZA

EXISTING
BOWMAN 
HOUSE

EXISTING 
PUBLIC 

PARKING

LOCUST STREET

C
E

N
T

E
R

 S
T

R
E

E
T

EXISTING 
GENERATOR

8' SCREEN WALL

SEATING WALL

SEATING WALL

DUMPSTER

10

21

6

4

SECURE PARKING

AS-102

1

FLAG POLE

BOLLARD, TYP.

BENCH

8' SCREEN WALL

BIKE RACK

BOLLARD

SETBACKS

PROPERTY LINE

2 STORY POLICE BLDG
F.F.E. 374.50

AS-102

2

EX03

EX01

EX02

EX05 EX04

EX06

AS-112

3

1
3
5
.0

0
°

087100.31

AS-112 2

AS-112

1

AS-1124

AS-102

3

RAILINGS

42' - 10 1/4"

A

54321

B

C

D

E

SCALE

APPROVED BY

CHECKED BY

SHEET NO.

TITLE

DRAWN BY

DATE

PROJECT NO.

REVISIONS

SEAL

KEY PLAN

5
/1

8
/2

0
2
0
 9

:2
8

:0
4

 A
M

ARCHITECTURAL
SITE PLAN

EA

RW

JW

FEBRUARY 26, 2020

50108541

T
o

w
n

 o
f 

V
ie

n
n
a

 P
o

lic
e

 S
ta

ti
o

n

T
o
w

n
 o

f 
V

ie
n
n
a

P
E

R
M

IT
 S

U
B

M
IS

S
IO

N

2
1
5
 C

e
n
tr

e
 S

tr
e
e
t 

S
o
u
th

V
ie

n
n
a
, 

V
A

 2
2
1
8
0

8401 Arlington Blvd.
Fairfax, VA 22031
703.694.9025

AS-101

Scale: 1" = 20'-0"
1

ARCHITECTURAL SITE PLAN

0' 12" 24"6"

SCALE: 1" = 1' - 0"
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NOTE DESCRIPTION

087100.31 RECESSED KNOX BOX W/ HINGED DOOR. SEE SPEC.
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ARCHITECTURAL SITE PLAN - PLAZA

0' 8' 16'4'

SCALE: 1/8" = 1' - 0"

KEYNOTES PER SHEET

NOTE DESCRIPTION

033000.01 CAST-IN-PLACE CONCRETE

034500.22 PRECAST PAVER

055000.05 STEEL BOLLARD

107516.01 GROUND SET FLAGPOLES

129300.22 METAL PIPE BICYCLE RACK

323113.06 PRIVACY SLATS

Scale: 1/8" = 1'-0"
2

ARCHITECTURAL SITE PLAN - EXISTING GENERATOR

NO. DESCRIPTION DATE

Scale: 1/8" = 1'-0"
3

ARCHITECTURAL SITE PLAN - SECURITY GATES
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0' 8" 16"4"

SCALE: 1 1/2" = 1' - 0"

Scale: 1 1/2" = 1'-0"
1

SITE - RETAINING WALL, TYP.
Scale: 1 1/2" = 1'-0"

2
SITE - SEAT WALL, TYP.

NO. DESCRIPTION DATE

Scale: 1 1/2" = 1'-0"
3

SITE - SEAT WALL W/ BACK

KEYNOTES PER SHEET

NOTE DESCRIPTION

033000.01 CAST-IN-PLACE CONCRETE

034500.22 PRECAST PAVER

042200.23 CMU {100MM/92MM}[4"]

042200.25 8" CMU

042200.35 4" DECORATIVE CMU

042200.56 GROUT SOLID

042200.57 THROUGH-WALL FLASHING

042200.63 WEEP HOLE @ 24'' O.C.

044300.02 MORTAR

047200.05 CAST STONE WALL CAP

047200.14 CAST STONE BENCH

047200.16 MORTAR

047200.17 ADJUSTABLE ANCHOR

047200.20 CAST STONE DRIP EDGE

071326.A01 MODIFIED BITUMINOUS SHEET WATERPROOFING

071326.A04 WATERPROOFING MEMBRANE SYSTEM, BELOW GRADE, VERTICAL
APPLICATIONS

071326.P02 DRAINAGE BOARD

071327.A01 WATERPROOFING MEMBRANE SYSTEM, BELOW GRADE, VERTICAL
APPLICATIONS

076200.25 METAL TRIM FLASHING

076200.56 TERMINATION BAR

079200.Q01 JOINT SEALANT

079200.Q02 BACKSTOP AND SEALANT

079200.Q14 PREFORMED FOAM JOINT FILLER

265600.01 EXTERIOR LIGHT FIXTURE. SEE ELECTRICAL DRAWINGS.

312000.03 GRAVEL

312000.07 SAND CUSHION

334600.01 4" FOUNDATION DRAINAGE TILE

334600.02 GRAVEL WRAPPED IN FILTER FABRIC

Scale: 1 1/2" = 1'-0"
4

SITE - STEPS
Scale: 1 1/2" = 1'-0"

5
SITE - BANDING DETAIL, TYP.
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Scale: 1/8" = 1'-0"
3

MASONRY PERIMETER WALL - NORTH ELEVATION

NO. DESCRIPTION DATE

Scale: 1/8" = 1'-0"
2

MASONRY PERIMETER WALL - WEST ELEVATION

Scale: 1/8" = 1'-0"
1

MASONRY PERIMETER WALL - SOUTH ELEVATION

Scale: 1/8" = 1'-0"
4

MASONRY PERIMETER WALL - EAST ELEVATION

KEYNOTES PER SHEET

NOTE DESCRIPTION

033000.06 CONCRETE FOOTING

033000.31 PREFORMED JOINT FILLER

042200.14 FACE BRICK

042200.25 8" CMU

042200.27 CMU BOND BEAM

042200.56 GROUT SOLID

042200.59 CAVITY DRAINAGE MESH

042200.63 WEEP HOLE @ 24'' O.C.

042200.77 ROWLOCK COURSE BRICK

047200.05 CAST STONE WALL CAP

047200.18 CAST-IN-PLACE ANCHOR

047200.20 CAST STONE DRIP EDGE

071700.P01 DRAINAGE BOARD

072713.A01 SELF-ADHERED MEMBRANE AIR BARRIER

076200.24 STAINLESS STEEL THROUGH - WALL FLASHING

076200.56 TERMINATION BAR

323113.06 PRIVACY SLATS

334600.01 4" FOUNDATION DRAINAGE TILE

Scale: 3/4" = 1'-0"
5

DETAIL - MASONRY
PERIMETER WALL

Scale: 3/4" = 1'-0"
6

DETAIL - MASONRY
PERIMETER WALL
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SEE FIRING RANGE DRAWINGS

ANNOTATION PLAN GENERAL NOTES

1. ROOM NUMBERS ARE DESIGNATED BY LEVEL. 
A. FIRST FLOOR: 100 SERIES

2. SHELVING BACKING (SB) LOCATIONS REQUIRE BLOCKING AND/OR 
REINFORCEMENT IN WALL BETWEEN STUDS FOR PROPER MOUNTING. SEE 
MANUFACTURER RECOMMENDATIONS FOR SPECIFIC REQUIREMENTS.

3. LOCATED DOORS IN PARTITIONS NEAR ADJACENT WALLS 4'' FROM FACE OF 
ADJACENT WALL TO EDGE OF DOOR U.N.O.

4. FINAL WALL PREP. REQUIREMENTS ARE BASED ON FINISH SHOWN IN ROOM 
FINISH SCHEDULE AND SPECIFICATIONS.

5. BACK-TO-BACK OUTLETS CANNOT OCCUPY SAME STUD CAVITY SPACE. IN 
ACOUSTICALLY TREATED WALLS, PROVIDE ACOUSTIC PUTTY PADS AROUND 
OUTLET BOXES.

6. ALL GLAZING SUBJECT TO HUMAN IMPACT OR IN HAZARDOUS LOCATION 
SHALL BE SAFETY GLAZED (TEMPERED) PER THE REQUIREMENTS OF THE 2015 
VIRGINIA BUILDING CODE. REFER TO GLAZING SCHEDULE FOR ADDITIONAL 
INFORMATION ON INTERIOR AND EXTERIOR GLAZING. 
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1
BASEMENT ANNOTATION PLAN

KEYNOTES PER SHEET

NOTE DESCRIPTION

224000.02 BI LEVEL ADA COMPLIANT WALL MOUNTED DRINKING FOUNTAIN AND
BOTTLE FILL STATION

0' 8' 16'4'

SCALE: 1/8" = 1' - 0"

NO. DESCRIPTION DATE
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ANNOTATION PLAN GENERAL NOTES

1. ROOM NUMBERS ARE DESIGNATED BY LEVEL. 
A. FIRST FLOOR: 100 SERIES

2. SHELVING BACKING (SB) LOCATIONS REQUIRE BLOCKING AND/OR 
REINFORCEMENT IN WALL BETWEEN STUDS FOR PROPER MOUNTING. SEE 
MANUFACTURER RECOMMENDATIONS FOR SPECIFIC REQUIREMENTS.

3. LOCATED DOORS IN PARTITIONS NEAR ADJACENT WALLS 4'' FROM FACE OF 
ADJACENT WALL TO EDGE OF DOOR U.N.O.

4. FINAL WALL PREP. REQUIREMENTS ARE BASED ON FINISH SHOWN IN ROOM 
FINISH SCHEDULE AND SPECIFICATIONS.

5. BACK-TO-BACK OUTLETS CANNOT OCCUPY SAME STUD CAVITY SPACE. IN 
ACOUSTICALLY TREATED WALLS, PROVIDE ACOUSTIC PUTTY PADS AROUND 
OUTLET BOXES.

6. ALL GLAZING SUBJECT TO HUMAN IMPACT OR IN HAZARDOUS LOCATION 
SHALL BE SAFETY GLAZED (TEMPERED) PER THE REQUIREMENTS OF THE 2015 
VIRGINIA BUILDING CODE. REFER TO GLAZING SCHEDULE FOR ADDITIONAL 
INFORMATION ON INTERIOR AND EXTERIOR GLAZING. 
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FIRST FLOOR ANNOTATION PLAN

KEYNOTES PER SHEET

NOTE DESCRIPTION

087100.31 RECESSED KNOX BOX W/ HINGED DOOR. SEE SPEC.

102233.03 ACOUSTICAL OPERABLE PARTITION

105626.01 HIGH DENSITY STORAGE SHELVING

107113.03 ROLLER SHADE FOR SIDELIGHT

111916.02 HANDGUN STORAGE CABINET

112600.B10 REFRIGERATOR

224000.02 BI LEVEL ADA COMPLIANT WALL MOUNTED DRINKING FOUNTAIN AND
BOTTLE FILL STATION

0' 8' 16'4'

SCALE: 1/8" = 1' - 0"

NO. DESCRIPTION DATE
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234

CW4
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A-322

1
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2 1
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4

5

A-312

221

CORRIDOR
201

OPEN STAIR
ST03

ANNOTATION PLAN GENERAL NOTES

1. ROOM NUMBERS ARE DESIGNATED BY LEVEL. 
A. FIRST FLOOR: 100 SERIES

2. SHELVING BACKING (SB) LOCATIONS REQUIRE BLOCKING AND/OR 
REINFORCEMENT IN WALL BETWEEN STUDS FOR PROPER MOUNTING. SEE 
MANUFACTURER RECOMMENDATIONS FOR SPECIFIC REQUIREMENTS.

3. LOCATED DOORS IN PARTITIONS NEAR ADJACENT WALLS 4'' FROM FACE OF 
ADJACENT WALL TO EDGE OF DOOR U.N.O.

4. FINAL WALL PREP. REQUIREMENTS ARE BASED ON FINISH SHOWN IN ROOM 
FINISH SCHEDULE AND SPECIFICATIONS.

5. BACK-TO-BACK OUTLETS CANNOT OCCUPY SAME STUD CAVITY SPACE. IN 
ACOUSTICALLY TREATED WALLS, PROVIDE ACOUSTIC PUTTY PADS AROUND 
OUTLET BOXES.

6. ALL GLAZING SUBJECT TO HUMAN IMPACT OR IN HAZARDOUS LOCATION 
SHALL BE SAFETY GLAZED (TEMPERED) PER THE REQUIREMENTS OF THE 2015 
VIRGINIA BUILDING CODE. REFER TO GLAZING SCHEDULE FOR ADDITIONAL 
INFORMATION ON INTERIOR AND EXTERIOR GLAZING. 
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1
SECOND FLOOR ANNOTATION PLAN

KEYNOTES PER SHEET

NOTE DESCRIPTION

0' 8' 16'4'

SCALE: 1/8" = 1' - 0"

NO. DESCRIPTION DATE
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ROOF PLAN GENERAL NOTES

1. TAPERED INSULATION (TAPERED, CRICKETS, SADDLES) TO BE 1/4" PER FOOT 
MINIMUM TO ROOF DRAINS OR SCUPPERS, AS INDICATED.

2. COORDINATE WITH STRUCTURAL DRAWINGS FOR SLOPED STRUCTURE.
3. SHOP DRAWING OF TAPERED INSULATION SHALL ACCOUNT FOR CAMBER IN 

STRUCTURE TO INSURE POSITIVE DRAINAGE.
4. AT PENETRATIONS, PROVIDE CRICKETS AS REQUIRED FOR POSITIVE 

DRAINAGE.
5. COORDINATE ROOF AND OVERFLOW DRAIN LOCATIONS WITH STRUCUTRAL 

ELEMENTS, TO AVOID LOCATING ROOF AND OVERFLOW DRAINS OVER TOP OF 
STEEL BEAMS AND JOISTS.

6. REFER TO EXTERIOR ELEVATIONS FOR LOCATION OF OVERFLOW SCUPPERS 
AND OUTFLOWS.

7. PROVIDE 24"W. x 48"L. PRECAST CONCRETE SPLASH BLOCKS ON GRADE 
BELOW SCUPPERS AND OUTFLOWS THAT FLOW WATER ONTO GRADE BELOW.

8. PROVIDE 24”W. x 48”L. STAINLESS STEEL SPLASHPAN ON ROOF BELOW 
SCUPPERS AND OUTFLOWS THAT FLOW WATER ONTO ROOFS BELOW.

9. ROOF WALKWAY PADS SHALL BE SPACED TO PROVIDE POSITIVE DRAINAGE.
10. AT ROOF LADDERS, TOP AND BOTTOM, PROVIDE 4' x 4' ROOF WALKWAY PADS.
11. ROOF FLASHING DETAILS ARE GENERIC AND WILL NEED TO BE FINALIZED 

DURING SHOP DRAWING SUBMITTALS BASED ON THE ROOFING 
MANUFACTURER'S STANDARD DETAILS

PRIMARY ROOF DRAIN

SECONDARY ROOF DRAIN

EXPANSION JOINT - SEE DRAWINGS FOR SIZE

EXISTING ROOF DRAIN

ROOF PLAN LEGEND

PRD 

SRD

ERD 

EJ 

ROOF SLOPE DIRECTION

ROOF HATCH

OVERFLOW SCUPPER
CRICKET

VENT THROUGH ROOF,
REFER TO MECHANICAL DWG'S

HIGH POINT

LOW POINT

SLOPE
X"/1'-0" MIN.

ROOF WALKWAY PAD

ROOF DRAIN SUMP PAN

CONDUCTOR HEAD

SPLASH PAN

OS

VTR

HP

LP

ROOF LADDER

MECHANICAL EQUIPMENT,
REFER TO MECHANICAL DWG'S
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1
ROOF ANNOTATION PLAN

KEYNOTES PER SHEET

NOTE DESCRIPTION

074113.01 STANDING SEAM METAL ROOF

075216.A01 FULLY ADHERED MODIFIED BITUMEN ROOFING SYSTEMMEMBRANE
ON RIGID INSULATION ON, 1/2" COVERBOARD, ON 1 1/2" ROOF DECK

077100.01 5'' ROOF GUTTER

077200.01 ROOF ACCESS HATCH

107316.A01 CANOPY SYSTEM

237413.01 AIR HANDLING UNIT

0' 8' 16'4'

SCALE: 1/8" = 1' - 0"

NO. DESCRIPTION DATE
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Scale: 1/8" = 1'-0"
1

NORTH ELEVATION

0' 8' 16'4'

SCALE: 1/8" = 1' - 0"

KEYNOTES PER SHEET

NOTE DESCRIPTION

042200.14 FACE BRICK

042200.35 4" DECORATIVE CMU

047200.21 CAST STONE SILL

074113.01 STANDING SEAM METAL ROOF

074646.01 FIBER - CEMENT CLADDING SYSTEM WITH WOOD FINISH AND
HORIZONTAL BANDS

074646.02 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND SMOOTH
FINISH

074646.03 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND
HORIZONTAL BANDS

076200.35 FASCIA

077100.01 5'' ROOF GUTTER

077100.02 2'X3'' DOWNSPOUT

083323.A01 OVERHEAD COILING DOOR

084413.A01 GLAZED ALUMINUM CURTAIN WALL

210500 FIRE DEPARTMENT CONNECTION

NO. DESCRIPTION DATE
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Scale: 1/8" = 1'-0"
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EAST ELEVATION

Scale: 1/8" = 1'-0"
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SOUTH ELEVATION

0' 8' 16'4'

SCALE: 1/8" = 1' - 0"

KEYNOTES PER SHEET

NOTE DESCRIPTION

042200.14 FACE BRICK

042200.35 4" DECORATIVE CMU

047200.21 CAST STONE SILL

074113.01 STANDING SEAM METAL ROOF

074646.01 FIBER - CEMENT CLADDING SYSTEM WITH WOOD FINISH AND
HORIZONTAL BANDS

074646.02 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND SMOOTH
FINISH

074646.03 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND
HORIZONTAL BANDS

076200.35 FASCIA

077100.01 5'' ROOF GUTTER

077100.02 2'X3'' DOWNSPOUT

083323.A01 OVERHEAD COILING DOOR

084113.A01 GLAZED ALUMINUM STOREFRONT SYSTEM

084413.A01 GLAZED ALUMINUM CURTAIN WALL

085113.A01 ALUMINUM WINDOW

107316.A01 CANOPY SYSTEM

NO. DESCRIPTION DATE
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033000.09 CONCRETE FOUNDATION WALL

033000.31 PREFORMED JOINT FILLER

033000.37 VAPOR BARRIER

042200.14 FACE BRICK
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074646.03 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND
HORIZONTAL BANDS

334600.01 4" FOUNDATION DRAINAGE TILE

334600.02 GRAVEL WRAPPED IN FILTER FABRIC

Scale: 3/8" = 1'-0"
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KEYNOTES PER SHEET

NOTE DESCRIPTION

033000.09 CONCRETE FOUNDATION WALL

033000.31 PREFORMED JOINT FILLER

033000.37 VAPOR BARRIER

042200.14 FACE BRICK

042200.25 8" CMU
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061600.01 5/8" EXTERIOR SHEATHING

071327.A01 WATERPROOFING MEMBRANE SYSTEM, BELOW GRADE, VERTICAL
APPLICATIONS

072100.D-R10 2" EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072419.W10 DRAINAGE MAT

072713.A01 SELF-ADHERED MEMBRANE AIR BARRIER

074113.01 STANDING SEAM METAL ROOF

074646.01 FIBER - CEMENT CLADDING SYSTEM WITH WOOD FINISH AND
HORIZONTAL BANDS

074646.03 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND
HORIZONTAL BANDS

084113.A01 GLAZED ALUMINUM STOREFRONT SYSTEM

084413.A01 GLAZED ALUMINUM CURTAIN WALL

085113.A01 ALUMINUM WINDOW

107316.A01 CANOPY SYSTEM

334600.01 4" FOUNDATION DRAINAGE TILE

334600.02 GRAVEL WRAPPED IN FILTER FABRIC
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A-313

Scale: 3/8" = 1'-0"
2

WALL SECTION - GRID 9-10/A
Scale: 3/8" = 1'-0"

3
WALL SECTION - GRID 11-12/J

Scale: 3/8" = 1'-0"
4

WALL SECTION - GRID 3
Scale: 3/8" = 1'-0"

5
WALL SECTION - ROOF @ MECH.

Scale: 3/8" = 1'-0"
1

WALL SECTION - GRIDS 9-10

KEYNOTES PER SHEET

NOTE DESCRIPTION

033000.31 PREFORMED JOINT FILLER

033000.37 VAPOR BARRIER

042200.14 FACE BRICK

042200.76 SOLDIER COURSE BRICK

047200.19 CAST STONE CORNICE

054000.01 6" COLD FORMED METAL STUD

061600.01 5/8" EXTERIOR SHEATHING

071326.A01 MODIFIED BITUMINOUS SHEET WATERPROOFING

071327.A01 WATERPROOFING MEMBRANE SYSTEM, BELOW GRADE, VERTICAL
APPLICATIONS

072100.D-R10 2" EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.E-R25 5'' EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072419.W10 DRAINAGE MAT

074113.01 STANDING SEAM METAL ROOF

074646.03 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND
HORIZONTAL BANDS

075323.A02 FULLY ADHERED EPDM ROOF MEMBRANE ON RIGID INSULATION ON,
1/2" COVERBOARD, ON 1 1/2" ROOF DECK

075423.01 SINGLE PLY THERMOPLASTIC ROOFING SYSTEM

084113.B01 ALUMINUM WINDOW

334600.02 GRAVEL WRAPPED IN FILTER FABRIC

NO. DESCRIPTION DATE
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Fairfax, VA 22031
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A-320

Scale: 1 1/2" = 1'-0"
3

PLAN DTL - PILASTER @ FIRST FLOOR

KEYNOTES PER SHEET

NOTE DESCRIPTION

042200.14 FACE BRICK

042200.25 8" CMU

042200.35 4" DECORATIVE CMU

042200.69 ADJUSTABLE ANCHOR

042200.72 ADJUSTABLE BRICK TIE 16'' O.C. VERTICALLY AND HORIZONTALLY

047200.19 CAST STONE CORNICE

051200.08 STEEL COLUMN

054000.01 6" COLD FORMED METAL STUD

054000.02 3'' VERTICAL "Z"

054000.08 2 1/2'' STEEL STUD

054000.10 4'' STEEL STUD

061600.01 5/8" EXTERIOR SHEATHING

072100.D-R10 2" EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.V02 VAPOR RETARDER

072713.A01 SELF-ADHERED MEMBRANE AIR BARRIER

074243.E01 CONCEALED PANEL CLIP

074243.M01 METAL TRIM

074646.03 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND
HORIZONTAL BANDS

092900.04 GYPSUM BOARD, REGULAR 5/8"

0' 8" 16"4"

SCALE: 1 1/2" = 1' - 0"

NO. DESCRIPTION DATE

Scale: 1 1/2" = 1'-0"
4

PLAN DTL - PILASTER @ SECOND FLOOR

Scale: 1 1/2" = 1'-0"
1

PLAN DTL - PILASTER @ FIRST FLOOR - BASE
Scale: 1 1/2" = 1'-0"

2
PLAN DTL - PILASTER @ SECOND FLOOR - BASE
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Fairfax, VA 22031
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A-321

Scale: 1 1/2" = 1'-0"
1

PLAN DTL - FIRST FLOOR - D-9
Scale: 1 1/2" = 1'-0"

2
PLAN DTL - FIRST FLOOR - H

Scale: 1 1/2" = 1'-0"
3

PLAN DTL - FIRST FLOOR - D-10

Scale: 1 1/2" = 1'-0"
4

PLAN DTL - FIRST FLOOR - C-14

KEYNOTES PER SHEET

NOTE DESCRIPTION

042200.14 FACE BRICK

042200.69 ADJUSTABLE ANCHOR

042200.77 ROWLOCK COURSE BRICK

042200.78 8'' CMU, BURNISHED BLOCK

042200.79 4'' CMU, BURNISHED BLOCK

042200.80 2'' CMU, BURNISHED BLOCK

047200.21 CAST STONE SILL

051200.08 STEEL COLUMN

051200.10 STEEL TUBE COLUMN

054000.01 6" COLD FORMED METAL STUD

054000.02 3'' VERTICAL "Z"

054000.08 2 1/2'' STEEL STUD

054000.09 3 5/8'' STEEL STUD

061600.01 5/8" EXTERIOR SHEATHING

072100.A-24 6'' MINERAL WOOL INSULATION, FACED

072100.D-R10 2" EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.R20 SOUND ATTENUATION BATTS

072100.V02 VAPOR RETARDER

072713.A01 SELF-ADHERED MEMBRANE AIR BARRIER

074243.E01 CONCEALED PANEL CLIP

074243.M01 METAL TRIM

074646.01 FIBER - CEMENT CLADDING SYSTEM WITH WOOD FINISH AND
HORIZONTAL BANDS

081113.D01 HOLLOW METAL FRAME

084413.A01 GLAZED ALUMINUM CURTAIN WALL

085113.A01 ALUMINUM WINDOW

085113.W02 ALUMINUM FRAME EXTENSION

092900.04 GYPSUM BOARD, REGULAR 5/8"

NO. DESCRIPTION DATE

0' 8" 16"4"

SCALE: 1 1/2" = 1' - 0"
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A-322

Scale: 1 1/2" = 1'-0"
1

PLAN DTL - SECOND FLOOR - A
Scale: 1 1/2" = 1'-0"

2
PLAN DTL - SECOND FLOOR - A.3-4

Scale: 1 1/2" = 1'-0"
3

PLAN DTL - SECOND FLOOR - A.3-3

KEYNOTES PER SHEET

NOTE DESCRIPTION

047200.19 CAST STONE CORNICE

051200.06 STEEL TUBE

054000.01 6" COLD FORMED METAL STUD

054000.02 3'' VERTICAL "Z"

054000.09 3 5/8'' STEEL STUD

061600.01 5/8" EXTERIOR SHEATHING

072100.A-24 6'' MINERAL WOOL INSULATION, FACED

072100.D-R10 2" EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.V02 VAPOR RETARDER

072713.A01 SELF-ADHERED MEMBRANE AIR BARRIER

074243.E01 CONCEALED PANEL CLIP

074243.M01 METAL TRIM

074646.03 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND
HORIZONTAL BANDS

085113.A01 ALUMINUM WINDOW

085113.W02 ALUMINUM FRAME EXTENSION

092216.D02 2 1/2'' STUD

092900.04 GYPSUM BOARD, REGULAR 5/8"

NO. DESCRIPTION DATE

0' 8" 16"4"

SCALE: 1 1/2" = 1' - 0"
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8401 Arlington Blvd.
Fairfax, VA 22031
703.694.9025

A-330

Scale: 1 1/2" = 1'-0"
5

SECTION DTL - GRID 2.9
Scale: 1 1/2" = 1'-0"

7
SECTION DTL - PRECAST SILL

Scale: 1 1/2" = 1'-0"
1

SECTION DTL - GRID 2.9
Scale: 1 1/2" = 1'-0"

4
SECTION DTL - PRECAST SILL

Scale: 1 1/2" = 1'-0"
2

SECTION DTL - GRID H-10
Scale: 1 1/2" = 1'-0"

3
SECTION DTL - GRID H-10

Scale: 1 1/2" = 1'-0"
6

SECTION DTL - GRID H-10

0' 8" 16"4"

SCALE: 1 1/2" = 1' - 0"

KEYNOTES PER SHEET

NOTE DESCRIPTION

033000.37 VAPOR BARRIER

042200.14 FACE BRICK

042200.25 8" CMU

042200.35 4" DECORATIVE CMU

042200.56 GROUT SOLID

042200.59 CAVITY DRAINAGE MESH

042200.63 WEEP HOLE @ 24'' O.C.

042200.69 ADJUSTABLE ANCHOR

042200.72 ADJUSTABLE BRICK TIE 16'' O.C. VERTICALLY AND HORIZONTALLY

042200.76 SOLDIER COURSE BRICK

042200.77 ROWLOCK COURSE BRICK

047200.19 CAST STONE CORNICE

047200.21 CAST STONE SILL

054000.01 6" COLD FORMED METAL STUD

061600.01 5/8" EXTERIOR SHEATHING

071326.P02 DRAINAGE BOARD

071327.A01 WATERPROOFING MEMBRANE SYSTEM, BELOW GRADE, VERTICAL
APPLICATIONS

071700.P01 DRAINAGE BOARD

072100.A-24 6'' MINERAL WOOL INSULATION, FACED

072100.D-R10 2" EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.V02 VAPOR RETARDER

072713.A01 SELF-ADHERED MEMBRANE AIR BARRIER

074243.E01 CONCEALED PANEL CLIP

074646.03 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND
HORIZONTAL BANDS

076200.15 METAL FLASHING

076200.24 STAINLESS STEEL THROUGH - WALL FLASHING

076200.25 METAL TRIM FLASHING

092900.04 GYPSUM BOARD, REGULAR 5/8"

NO. DESCRIPTION DATE
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8401 Arlington Blvd.
Fairfax, VA 22031
703.694.9025

A-331
Scale: 1 1/2" = 1'-0"

2
SECTION DTL - GRID 1

Scale: 1 1/2" = 1'-0"
1

SECTION DTIL - GRID 14
Scale: 1 1/2" = 1'-0"

3
SECTION DTL - GRID 11

Scale: 1 1/2" = 1'-0"
4

SECTION DTL - GRID 14

KEYNOTES PER SHEET

NOTE DESCRIPTION

033000.31 PREFORMED JOINT FILLER

042200.14 FACE BRICK

042200.25 8" CMU

042200.35 4" DECORATIVE CMU

042200.56 GROUT SOLID

042200.76 SOLDIER COURSE BRICK

047200.21 CAST STONE SILL

051200.06 STEEL TUBE

054000.01 6" COLD FORMED METAL STUD

061000.12 WOOD BLOCKING

061600.01 5/8" EXTERIOR SHEATHING

071700.P01 DRAINAGE BOARD

072100 THERMAL INSULATION

072100.A-24 6'' MINERAL WOOL INSULATION, FACED

072100.D-R10 2" EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.E-R25 5'' EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.V02 VAPOR RETARDER

072713.A01 SELF-ADHERED MEMBRANE AIR BARRIER

074646.01 FIBER - CEMENT CLADDING SYSTEM WITH WOOD FINISH
AND HORIZONTAL BANDS

075213.A02 NEW MODIFIED BITUMEN ROOFING

076200.24 STAINLESS STEEL THROUGH - WALL FLASHING

076200.25 METAL TRIM FLASHING

079200.Q02 BACKSTOP AND SEALANT

084413.A01 GLAZED ALUMINUM CURTAIN WALL

334600.01 4" FOUNDATION DRAINAGE TILE

NO. DESCRIPTION DATE
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KEYNOTES PER SHEET

NOTE DESCRIPTION

042200.14 FACE BRICK

042200.25 8" CMU

042200.27 CMU BOND BEAM

042200.58 AIR SPACE

047200.19 CAST STONE CORNICE

051200.01 STEEL BEAM

051200.15 STEEL PLATE, BENT

054000.03 6'' VERTICAL "Z"

061600.01 5/8" EXTERIOR SHEATHING

072100.A-24 6'' MINERAL WOOL INSULATION, FACED

072100.D-R10 2" EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.E-R25 5'' EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.V02 VAPOR RETARDER

072713.A01 SELF-ADHERED MEMBRANE AIR BARRIER

072713.B01 1/2'' COVER BOARD

074113.01 STANDING SEAM METAL ROOF

074646 FIBER - CEMENT CLADDING SYSTEM

075216.A01 FULLY ADHERED MODIFIED BITUMEN ROOFING SYSTEMMEMBRANE ON
RIGID INSULATION ON, 1/2" COVERBOARD, ON 1 1/2" ROOF DECK

076200.35 FASCIA

076200.36 PARAPET COPING

076200.43 METAL SOFFIT PANEL

077100.01 5'' ROOF GUTTER

084413.A01 GLAZED ALUMINUM CURTAIN WALL

Scale: 1 1/2" = 1'-0"
1

SECTION DTL - SLOPED ROOF
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3

SECTION DTL - ROOF

Scale: 1 1/2" = 1'-0"
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SECTION DTL - GRID 14
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KEYNOTES PER SHEET

NOTE DESCRIPTION

054000.01 6" COLD FORMED METAL STUD

061600.01 5/8" EXTERIOR SHEATHING

072100.A-24 6'' MINERAL WOOL INSULATION, FACED

072100.D-R10 2" EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.E-R25 5'' EXTRUDED POLYSTYRENE FOAM-PLASTIC BOARD

072100.V02 VAPOR RETARDER

074646.02 FIBER - CEMENT CLADDING SYSTEM WITH SOLID COLOR AND SMOOTH
FINISH

075216.A01 FULLY ADHERED MODIFIED BITUMEN ROOFING SYSTEMMEMBRANE ON
RIGID INSULATION ON, 1/2" COVERBOARD, ON 1 1/2" ROOF DECK

075216.R03 TAPERED ROOF INSULATION

076200.15 METAL FLASHING

076200.35 FASCIA

076200.36 PARAPET COPING

076200.43 METAL SOFFIT PANEL

NO. DESCRIPTION DATE
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UP

DN

5

5

HH

4.5

4.5

4.7

4.7

G.2G.2

L
A

N
D

IN
G

6
' -

 1
 5

/8
"

6
 E

Q
 T

R
E

A
D

S

5
' -

 6
"

7
' -

 7
 7

/8
"

11' - 7 1/2"

5' - 4"
5' - 4"

1

A-453

2

A-453

STAFF ENTRY
VESTIBULE

117

117A

117B

5' - 4"

3

A-453

OPEN STAIR
ST03

HH

4.5

4.5

4.7

4.7

FF

G.2G.2

L
A

N
D

IN
G

6
' -

 1
 5

/8
"

2
1
 E

Q
 T

R
E

A
D

S

1
8
' -

 4
"

5' - 4"

1

A-453

2

A-453

3

A-453

OPEN STAIR
ST03

FF

CLEAR

7' - 6"

C
L
E

A
R

8
' -

 6
"

8
"

O
P

E
N

IN
G

3
' -

 6
"

4
' -

 4
"

1

A-454

2

A-454

265100.01

055000.32

142100.D02

ELEVATOR
EL01

FF

CLEAR

7' - 6"

C
L
E

A
R

8
' -

 6
"

8
"

O
P

E
N

IN
G

3
' -

 6
"

4
' -

 4
"

4
' -

 4
"

O
P

E
N

IN
G

3
' -

 6
"

8
"

1

A-454

2

A-454

A-425

8

A-454

5

ELEVATOR
EL01

FF

CLEAR

7' - 6"

8
"

O
P

E
N

IN
G

3
' -

 6
"

4
' -

 4
"

C
L
E

A
R

8
' -

 6
"

8
"

O
P

E
N

IN
G

3
' -

 6
"

4
' -

 4
"

265100.01

265100.01

1

A-454

2

A-454

ELEVATOR
EL01

A

54321

B

C

D

E

SCALE

APPROVED BY

CHECKED BY

SHEET NO.

TITLE

DRAWN BY

DATE

PROJECT NO.

REVISIONS

SEAL

KEY PLAN

5
/1

8
/2

0
2
0
 9

:2
7

:1
6

 A
M

OPEN STAIR AND
ELEVATOR PLANS

EA

RW

JW

FEBRUARY 26, 2020

50108541

T
o

w
n

 o
f 

V
ie

n
n
a

 P
o

lic
e

 S
ta

ti
o

n

T
o
w

n
 o

f 
V

ie
n
n
a

P
E

R
M

IT
 S

U
B

M
IS

S
IO

N

2
1
5
 C

e
n
tr

e
 S

tr
e
e
t 

S
o
u
th

V
ie

n
n
a
, 

V
A

 2
2
1
8
0

8401 Arlington Blvd.
Fairfax, VA 22031
703.694.9025

A-451

Scale: 1/4" = 1'-0"
1

FIRST FLOOR PLAN - OPEN STAIR
Scale: 1/4" = 1'-0"

2
SECOND FLOOR PLAN - OPEN STAIR

Scale: 1/4" = 1'-0"
3

BASEMENT FLOOR PLAN - ELEVATOR 01
Scale: 1/4" = 1'-0"

4
FIRST FLOOR PLAN - ELEVATOR 01

Scale: 1/4" = 1'-0"
5

SECOND FLOOR PLAN - ELEVATOR 01

0' 4' 8'2'

SCALE: 1/4" = 1' - 0"

NO. DESCRIPTION DATE

KEYNOTES PER SHEET

NOTE DESCRIPTION

055000.32 STEEL LADDER

142100.D02 SUMP PIT

265100.01 INTERIOR LIGHT FIXTURE
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055213.06 ALUMINUM TUBE GUARDRAIL

055213.10 ALUMINUM TUBE HANDRAIL

055213.46 EGRESS CONTROL BARRIER

099646.A01 INTUMESCENT PAINT COATING

265100.01 INTERIOR LIGHT FIXTURE
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REQUIREMENTS OF THE 2015 VIRGINIA BUILDING CODE. REFER 
TO GLAZING SCHEDULE FOR ADDITIONAL INFORMATION ON 
INTERIOR AND EXTERIOR GLAZING. 

2. ALL INSULATED UNITS TO HAVE LOW-E COATING, U.N.O.
3. REFER TO DOOR SCHEDULE AND WINDOW TYPES FOR LOCATION 

OF GLAZING TYPES.
4. DIMENSIONS SHOWN ARE NOMINAL AND MAY NEED ADJUSTMENT 

BASED ON SYSTEM SHIM AND DEFLECTION REQUIREMENTS.  
FIELD MEASURE OPENINGS PRIOR TO FABRICATION OF GLAZING 
TYPES.

5. REFER TO SPECIFICATIONS FOR DETAILED DESCRIPTIONS OF 
GLAZING TYPES.
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1

BASEMENT SIGNAGE PLAN

SIGNAGE SCHEDULE - Basement

SIGN
NUMBER

ROOM
NUMBER SIGNAGE TEXT

SIGN
TYPE COMMENTS

BASEMENT

001-A EL01 REFER TO SIGN TYPES 5.1

002-A 002 MECH. EQUIPMENT 1.1

003-A 003 ELEV. CLOSET 1.1

005-A 230 REFER TO SIGN TYPES 3.1

008-A 008 BUILDING STORAGE 1.1

010-A 010 ARMORER'S CONTROL 1.1

011-A 011 SOUND VESTIBULE 1.1

011-B 011 REFER TO SIGN TYPES 5.1

012-A 012 READY ROOM / GUN CLEANING 1.1

013-A 013 ARMORY/ AMMO STORAGE 1.1

014-A 014 FITNESS STORAGE 1.1

015-A 015 REFER TO SIGN TYPES 3.1

016-A 016 MEN'S LOCKER ROOM 3.1

017-A 017 FITNESS ROOM 1.1 MOUNT ON GLASS; PROVIDE GLASS BACKER

018-A 018 FIRING RANGE 1.1

019-A 019 BULLET STOP TRAP 1.1

019-B 019 REFER TO SIGN TYPES 5.1

020-A 020 STORAGE 1.1

021-A 021 WATER SUPPLY ROOM 1.1

022-A 022 ELECTRICAL CLOSET 1.1

023-A 023 ARCHIVES 1.1

024-A 024 STORAGE 1.1

EL01-B EL01 REFER TO SIGN TYPES 7.1

ST01-A ST01 REFER TO SIGN TYPES 7.2

ST02-A ST02 REFER TO SIGN TYPES 7.2

NO. DESCRIPTION DATE
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122-A

121-A

126-A

142-A
129-A

128-A

129-B
127-A

127-B

132-A

131-A

115-A

116-A

111-A

109-B
114-A

109-A
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1
FIRST FLOOR SIGNAGE PLAN

SIGNAGE SCHEDULE - First Floor

SIGN
NUMBER

ROOM
NUMBER SIGNAGE TEXT

SIGN
TYPE COMMENTS

131-A 131 STORAGE 1.1

132-A 132 EVIDENCE STORAGE 1.1

133-A 133 IT STORAGE 1.1

134-A 134 IT 1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER

135-A 135 ADMIN SERVICES COMMANDER 1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER; NAME PLATE: TBD

136-A 136 PIO 1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER; NAME PLATE: TBD

137-A 137 SERVER / RADIO ROOM 1.1

138-A 138 INTERVIEW ROOM 1.1

138-B 138 INTERVIEW ROOM 1.1

139-A 139 REFER TO SIGN TYPES 1.4

139-B EL01 REFER TO SIGN TYPES 5.1

141-A 141 16.2

142-A EVIDENCE COPY / FILES 1.1

EL01-C EL01 REFER TO SIGN TYPES 7.1

EL01-D EL01 REFER TO SIGN TYPES 13.1

EL01-E EL01 REFER TO SIGN TYPES 7.1

EX1 101 215 CENTRE STREET SOUTH 8.1 MOUNT TO FACE OF CANOPY, FOR LOCATION REFER TO VIEW
2/A-201

EX2 108 215 CENTRE STREET SOUTH 8.1 MOUNT TO FACE OF CANOPY, FOR LOCATION REFER TO VIEW
2/A-202

EX3 102 REFER TO SIGN TYPES 14.1 FOR MOUNTING HEIGHT REFER TO VIEW 2/A-201

ST01-B ST01 REFER TO SIGN TYPES 7.2

ST01-C ST01 REFER TO SIGN TYPES 8.1B

ST01-E ST01 16.2

ST02-B ST02 REFER TO SIGN TYPES 7.2

ST02-C ST02 REFER TO SIGN TYPES 8.1B

ST02-D ST02 16.2

SIGNAGE SCHEDULE - First Floor

SIGN
NUMBER

ROOM
NUMBER SIGNAGE TEXT

SIGN
TYPE COMMENTS

112-A 112 REFER TO SIGN TYPES 3.1

113-A 113 REFER TO SIGN TYPES 3.1

114-A 114 GENERAL STORAGE 1.1

115-A 115 PATROL EQUIPMENT STORAGE 1.1

116-A 116 REFER TO SIGN TYPES 8.1A

117-A 117 16.2

118-A 118 PROCESSING 9.3

119-A 119 SECURITY VESTIBULE 9.3

119-B 119 SECURITY VESTIBULE 9.3

120-A 120 INTERVIEW 2 9.3

121-A 121 SECURITY VESTIBULE 1.1

121-B 121 SECURITY VESTIBULE 9.3

122-A 122 INTERVIEW 3 9.3

123-A 123 TOILET 9.3

124-A 124 INTERVIEW 1 9.3

125-A 125 1 10.1

125-B 125 2 10.1

125-C 125 REFER TO SIGN TYPES 8.1B

126-A 126 QUARTERMASTER 1.1

127-A 127 REFER TO SIGN TYPES 5.1

127-B 127 PROPERTY TECH 1.1

128-A 128 EVIDENCE STORAGE 1.1

128-B 128 16.2

129-A 129 EVIDENCE PROCESSING LAB 1.1

129-B 129 EVIDENCE PROCESSING LAB 1.1

SIGNAGE SCHEDULE - First Floor

SIGN
NUMBER

ROOM
NUMBER SIGNAGE TEXT

SIGN
TYPE COMMENTS

FIRST FLOOR

100-A 100 RECORDS 12.1A FOR MOUNTING HEIGHT REFER TO VIEW 1/A-422

100-B 100 REFER TO SIGN TYPES 17.1

100-C 100 COMMUNITY MEETING ROOM 15.1 FOR MOUNTING HEIGHT REFER TO VIEW 2/A-422

101-A 101 REFER TO SIGN TYPES 8.1A

101-B ST01 REFER TO SIGN TYPES 16.1

101-C 101 16.2

102-A 102 SERVICE PROGRAM 1.1

103A-A 103A REFER TO SIGN TYPES 2.1

103A-B COMMUNITY / TRAINING ROOM 1.1

103B-A 103B REFER TO SIGN TYPES 2.1

103B-B COMMUNITY / TRAINING ROOM / EOC 1.1

104-A 104 STORAGE 1.1

105-A 105 STORAGE 1.1

106-A 106 REFER TO SIGN TYPES 3.1

107-A 107 REFER TO SIGN TYPES 3.1

108-A 108 REFER TO SIGN TYPES 6.1

108-B 100 REFER TO SIGN TYPES 8.1B

108-C 108 16.2

108-D 100 VIENNA POLICE DEPARTMENT; REFER
TO SIGN TYPES

14.1

109-A 109 COMMUNICATIONS / RECORDS 1.1

109-B 109 REFER TO SIGN TYPES 5.1

110-A 110 ELECTRICAL ROOM 16.2

111-A 111 REFER TO SIGN TYPES 3.1

0' 8' 16'4'

SCALE: 1/8" = 1' - 0"

NO. DESCRIPTION DATE
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1
SECOND FLOOR SIGNAGE PLAN

Scale: 3/4" = 1'-0"
2

SIGNAGE MOUNTING HEIGHTS

SIGNAGE SCHEDULE - Second Floor

SIGN
NUMBER

ROOM
NUMBER SIGNAGE TEXT

SIGN
TYPE COMMENTS

216-A 216 TRAFFIC SECTION 1.1 MOUNT ON GLASS; PROVIDE GLASS BACKER

217-A 217 PATROL SERGEANTS 1.1 MOUNT ON GLASS; PROVIDE GLASS BACKER

218-A 218 PATROL OPERATIONS
COMMANDER

1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER

219-A 201 ROLL CALL 1.1 MOUNT ON GLASS; PROVIDE GLASS BACKER

220-A 220 MEN 3.1

221-A 221 WOMEN 3.1

222-B POLICE ADMINISTRATION 1.4 MOUNT ON GLASS; PROVIDE GLASS BACKER

222-C 222 REFER TO SIGN TYPES 5.1

223-A 223 ACCREDITATION 1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER; NAME PLATE: TBD

224-A 222 DEPUTY CHIEF 1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER; NAME PLATE: TBD

225-A 222 POLICE CHIEF 1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER; NAME PLATE: TBD

226-A 226 ADMIN ASSISTANT 1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER; NAME PLATE: TBD

227-A 222 CONFERENCE ROOM 1.1 MOUNT ON GLASS; PROVIDE GLASS BACKER

227-B 200 CONFERENCE ROOM 1.1 MOUNT ON GLASS; PROVIDE GLASS BACKER

234-A 234 CHILD AREA 1.1

EL01-F EL01 REFER TO SIGN TYPES 7.1

EL01-G EL01 REFER TO SIGN TYPES 7.1

ST01-D ST01 REFER TO SIGN TYPES 7.2

SIGNAGE SCHEDULE - Second Floor

SIGN
NUMBER

ROOM
NUMBER SIGNAGE TEXT

SIGN
TYPE COMMENTS

SECOND FLOOR

201-A 201 REFER TO SIGN TYPES 1.4

201-B 201 REFER TO SIGN TYPES 5.1

201-D 201 REFER TO SIGN TYPES 5.1

202-A 202 REFER TO SIGN TYPES 1.4

203-A CIS WAITING 1.1

203-B 203 CIS WAITING 1.1 MOUNT ON GLASS; PROVIDE GLASS BACKER

203-C 203 REFER TO SIGN TYPES 5.1

204-A 204 INTERVIEW ROOM 1.1

204-B INTERVIEW ROOM 1.1

205-A 205 INTERVIEW ROOM 1.1

207-A 207 BUILDING IT 1.1

208-A 208 INVESTIGATIONS 1.1

208-B 208 INVESTIGATIONS 1.1 MOUNT ON GLASS; PROVIDE GLASS BACKER

209-A 209 SUPPORT SERVICES
COMMANDER

1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER

210-A 210 FORENSIC ROOM 1.1

211-A 211 CIS SGT 1.2 MOUNT ON GLASS; PROVIDE GLASS BACKER

212-A 212 STORAGE 1.1

213-A 213 JANITOR CLOSET 1.1

214-A 214 BUILDING SUPPORT 1.1

215-A 215 COURT PREP / LACTATION 1.1

0' 8' 16'4'

SCALE: 1/8" = 1' - 0"

NO. DESCRIPTION DATE



2
' -

 4
"

1' - 8"

1/2" 1' - 7" 1/2"

1
/2

"
2

' -
 3

"
1

/2
"

BUILDING RENDERING 
IMAGE TO BE PROVIDED
FLAT RELIEF IMAGE ON 

RAISED AREA

** FINAL TEXT TO BE APPROVED/CONFIRMED IN 
SHOP DRAWINGS

MAY

2021

FAIRFAX COUNTY 
POLICE HELIPORT

ARCHITECT CONTRACTOR

CAST BRONZE FRAME

CAST BRONZE PLAQUE WITH 
RAISED GRAPHICS AND 
SINGLE LINE BORDER

215 CENTRE STREET SOUTH5
"

METAL
DIMENSIONAL LETTERS

FIRE PUMP ROOM
FIRE ACCESS ONLY

APPROX.

2' - 3"

2
"

CL

1
' -

 2
"

EXTERIOR 
GRADE PAINT

EXTERIOR GRADE 
PAINT

16
"

PAINT

RECORDS6
"

6" METAL DIMENSIONAL LETTERS

ADMINISTRATION4
"

4" METAL DIMENSIONAL LETTERS

** REFER TO SIGN SCHEDULE FOR SIGN TEXT

** REFER TO SIGN SCHEDULE FOR SIGN TEXT
1/4" TEMPERED 
GLASS

STAINLESS STEEL 
STANDOFFS, TYP.

MAINTENANCE 
BAY

123

8"

3/4" 6 1/2" 3/4"

3
/4

"
4

 1
/2

"
3

/4
"

6
"

5
/8

"

3/8" THICK FROSTED 
ACRYLIC; COLOR: TBD. 
EDGE TO BE FLAME 
POLISHED SMOOTH. MOUNT 
WITH DOUBLE SIDED TAPE.

1/8" THICK ACRYLIC 
PANEL 

SIGN TYPE 1.1

CHIEF PILOT

123

8"

3/4" 6 1/2" 3/4"

3
/4

"
5
"

3
/4

"

6
 1

/2
"

5
/8

"

3/8" THICK FROSTED 
ACRYLIC; COLOR: TBD. 
EDGE TO BE FLAME 
POLISHED SMOOTH. MOUNT 
WITH DOUBLE SIDED TAPE.

1/8" THICK ACRYLIC 
PANEL 

SIGN TYPE 1.2

JASON POST 1/8" THICK MAGNETIC 
NAME PLATE - NOTCH 
ACRYLIC 

123

4"

3/4" 2 1/2" 3/4"

3
/4

"
2

 1
/2

"
3

/4
"

4
" 5
/8

"

3/8" THICK FROSTED 
ACRYLIC; COLOR: TBD. 
EDGE TO BE FLAME 
POLISHED SMOOTH. MOUNT 
WITH DOUBLE SIDED TAPE.

1/8" THICK ACRYLIC 
PANEL 

SIGN TYPE 1.4

WOMEN

6"

3/4" 4 1/2" 3/4"

3
/4

"
7

 1
/2

"
3

/4
"

9
"

5
/8

"

3/8" THICK FROSTED ACRYLIC; 
COLOR: TBD. EDGE TO BE FLAME 
POLISHED SMOOTH. MOUNT WITH 
DOUBLE SIDED TAPE.

1/8" THICK 
ACRYLIC PANEL 

SIGN TYPE 3.1

MEN

6"

3/4" 4 1/2" 3/4"

RESTROOM

8"

3/4" 6 1/2" 3/4"

3
/4

"
7

 1
/2

"
3

/4
"

9
"

3/8" THICK FROSTED ACRYLIC; COLOR: 
TBD. EDGE TO BE FLAME POLISHED 
SMOOTH. MOUNT WITH DOUBLE SIDED 
TAPE.

1/8" THICK 
ACRYLIC PANEL 

MAXIMUM
OCCUPANCY

# TBD

8"

3/4" 6 1/2" 3/4"

3
/4

"
4

 1
/2

"
3

/4
"

6
"

5
/8

"

3/8" THICK FROSTED 
ACRYLIC; COLOR: TBD. 
EDGE TO BE FLAME 
POLISHED SMOOTH. 
MOUNT WITH DOUBLE 
SIDED TAPE.

1/8" THICK ACRYLIC 
PANEL 

SIGN TYPE 2.1

EVACUATION PLAN

3/8" THICK FROSTED ACRYLIC; 
COLOR: TBD. EDGE TO BE FLAME 
POLISHED SMOOTH. MOUNT WITH 
DOUBLE SIDED TAPE.

1
 1

/2
"

8
 1

/2
"

1
/2

"

1
0
 1

/2
"

11"
5/8"H RAISED LETTERS; 
COLOR: TBD

5/8"H RAISED LETTERS; 
COLOR: TBD5/8"H RAISED LETTERS; 

COLOR: TBD

5/8"H RAISED 
LETTERS; 
COLOR: TBD

5/8"H RAISED LETTERS; 
COLOR: TBD

5/8"H RAISED LETTERS; 
COLOR: TBD

PAPER 
INSERT 3/4" THUMB SLOT ON BACK 

OF PANEL

3/8" THICK FROSTED ACRYLIC; 
COLOR: TBD. EDGE TO BE FLAME 
POLISHED SMOOTH. MOUNT WITH 
DOUBLE SIDED TAPE.

SIGN TYPE 5.1 SIGN TYPE 6.1

NO SMOKING
Indoors or within 

50 feet of entrance

CLEAR VINYL 
BACKGROUND (REFER 
TO SCHEDULE)

DECAL & TEXT TO BE 
BLACK VINYL

NO SMOKING
Indoors or within 

50 feet of entrance

CAST ALUMINUM (REFER 
TO SCHEDULE)

DECAL & TEXT TO BE 
BLACK VINYL

SIGN TYPE 8.1B

SIGN TYPE 8.1A

7 1/2"

6
"

6
"

7 1/2"

SIGN TYPE 10.1

SIGN TYPE 9.1 SIGN TYPE 9.2

SIGN TYPE 11.1

6"

3/4" 4 1/2" 3/4"

3
/4

"
7

 1
/2

"
3

/4
"

9
"

5
/8

"

3/8" THICK FROSTED ACRYLIC; 
COLOR: TBD. EDGE TO BE FLAME 
POLISHED SMOOTH. MOUNT WITH 
DOUBLE SIDED TAPE.

1/8" THICK 
ACRYLIC PANEL 

5/8"H RAISED 
LETTERS; 
COLOR: TBD

IN CASE OF 
FIRE USE 
STAIRS

6"

3/4" 4 1/2" 3/4"

3
/4

"
7

 1
/2

"
3

/4
"

9
"

5
/8

" STAIRS

6"

3/4" 4 1/2" 3/4"

3
/4

"
7

 1
/2

"
3

/4
"

9
"

5
/8

"

AREA OF 
RESCUE 

ASSISTANCE

5/8"H RAISED 
LETTERS; 
COLOR: TBD

1/8" THICK 
ACRYLIC PANEL 

3/8" THICK FROSTED ACRYLIC; 
COLOR: TBD. EDGE TO BE FLAME 
POLISHED SMOOTH. MOUNT WITH 
DOUBLE SIDED TAPE.

SIGN TYPE 7.1 SIGN TYPE 7.2 SIGN TYPE 7.3

SIGN TYPE 9.3

SIGN TYPE 12.1A

SIGN TYPE 12.1B

SIGN TYPE 3.1A

MEN'S
LOCKER 
ROOM

6"

3/4" 4 1/2" 3/4"

9
"

3
/4

"
7

 1
/2

"
3

/4
"

3/8" THICK FROSTED ACRYLIC; 
COLOR: TBD. EDGE TO BE FLAME 
POLISHED SMOOTH. MOUNT WITH 
DOUBLE SIDED TAPE.

1/8" THICK 
ACRYLIC PANEL 

5/8"H RAISED 
LETTERS; 
COLOR: TBD
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SIGN TYPE 13.1 SIGN TYPE 14.1

SIGN TYPE 16.1 SIGN TYPE 16.2

DIRECTORY

SECOND FLOOR

ADMINISTRATION

INVESTIGATIONS

COMMUNITY TRAINING ROOM

FIRST FLOOR

COMMUNICATIONS / RECORDS

LOWER LEVEL 

FITNESS ROOM

FIRING RANGE

RAISED LETTERS - 1"H

1/4" THICK FROSTED ACRYLIC ATTACHED TO 
1/8" THICK ACRYLIC BACK PANEL; COLOR: TBD. 
EDGE TO BE FLAME POLISHED SMOOTH. MOUNT 
WITH DOUBLE SIDED TAPE.

1/4" THICK FROSTED ACRYLIC 
ATTACHED TO 1/8" THICK ACRYLIC 
BACK PANEL; COLOR: TBD. EDGE TO 
BE FLAME POLISHED SMOOTH. 
MOUNT WITH DOUBLE SIDED TAPE.

1
' -

 1
1
 1

/4
"

3
/4

"
1

/4
"

3
"

6
"

3/4" 1' - 7" 3/4"

1' - 8 1/2"

METAL LAMINATE FACE, TYP. 
WITH 3/4" VINYL LETTERS; 
COLOR: TBD 

METAL LAMINATE FACE, TYP. 
WITH 3/4" VINYL LETTERS; 
COLOR: TBD VIENNA POLICE 

DEPARTMENT

AFTER HOURS PLEASE ENTER 
THROUGH MAIN ENTRANCE 

OFF OF CENTER STREET

1
 1

/2
"

2
' -

 0
"

2' - 0"

1" THICK, 8"H 
DIMENSIONAL LETTERS

8
"

9' - 4"

BLACK VINYL 
LETTERS

2' - 10"

1
0
"

3/4" THICK PAINTED 
ALUMINUM

A18
" WHITE VINYL 

LETTERS
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