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1. REFER TO SHEET A3.1.1 FOR PARTITION TYPES

2. REFER TO SHEET A3.2 FOR TYPICAL TOILET LAYOUTS AND TOILET ACCESSORY 

MOUNTING DIAGRAMS.

3. REFER TO SHEET A3.1.1 AND A3.1.2 FOR DOOR INFORMATION, SCHEDULES 

AND DETAILS.

4. REFER TO SHEETS A3.1.1 FOR FINISH INFORMATION AND SCHEDULE.

5. REFER TO SHEET A3.3 FOR CASEWORK DETAILS AND INFORMATION.

6. REFER TO SHEET A3.2 FOR BORROWED LITE/ SIDE LITE / LOUVER ELEVATIONS 

AND SCHEDULES.

7. REFER TO SHEET A3.3 FOR TYPICAL GYPSUM BOARD DETAILS.

8. REFER TO SHEET A3.4 FOR ENLARGED SECTION/PLAN DETAILS AND 

STOREFRONT ELEVATIONS.

9. PARITION DIMENSIONS ARE TO FACE OF GYPSUM BOARD UNLESS NOTED 

OTHERWISE.

GENERAL NOTES - FLOOR PLAN

ROOM NAME
XXXXX

1

A0.XX

1

1

ROOM NAME

ROOM NUMBER

KEYNOTE

WALL SECTION

ELEVATION

ENLARGED PLAN OR 

PLAN DETAIL

PARTITION TYPE WITH NO 

SOUND ATTENUATION

PARTITION TYPE WITH 

SOUND ATTENUATION

NEW WALL

EXISTING WALL TO REMAIN

DEMOLISHED WALL

FLOOR PLAN SYMBOLS LEGEND

01

+0'-0" CEILING HEIGHT

A0.XX

01

SECTION DETAIL

A0.XX

A0.XX

FIRE EXTINGUISHER CABINET 

(SEMI-RECESSED)
FEC

TOP OF WALLT.O.W.

ABOVE FINISHED FLOORAFF
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KEY PLAN

PLAN 

NORTH

TRUE 

NORTH

FIRST FLOOR PLAN

A2.1

3/16" = 1'-0"1 FIRST FLOOR PLAN

FLOOR PLAN KEYNOTES

NUMBER DESCRIPTION

2 HI-LO DRINKING FOUNTAIN WITH COOLER.

3 NEW PARTITION TO ALIGN WITH EXISTING PARTITION; PROVIDE A SMOOTH,
EVEN FINISH.

4 LINE OF EXISTING SIDEWALK TO REMAIN.

5 NEW STOREFRONT WINDOW AT PREVIOUS DOOR LOCATION.  MULLION
DEPTH, MULLION FINISH, AND GLAZING FINISH TO MATCH EXISTING
STOREFRONT SYSTEM.

6 NEW ALUM AND GLASS DOOR AND SIDELITE.  MULLION DEPTH, MULLION
FINISH, AND GLAZING FINISH TO MATCH EXISTING STOREFRONT SYSTEM.

7 REF CASEWORK ELEVATIONS FOR CONFIGURATION AND SIZES OF CABINETS
AND COUNTERTOPS.

8 NEW PARTITION TO ALIGN WITH WINDOW JAMB.

9 PROPERTY LINE.

10 NEW INTAKE OR EXHAUST LOUVER ABOVE - REF A3.2 FOR SCHEDULE, A3.4
FOR DETAILS, AND MECHANICAL DRAWINGS FOR ADDITIONAL INFO.

11 NEW ALUM AND GLASS ACCESS-CONTROLLED STOREFRONT ENTRANCE
WITH ELECTRIC STRIKE.  FINISH AND GLAZING TO MATCH EXISTING
STOREFRONT.

12 PATCH HOLES IN EXISTING MULLIONS FROM REMOVAL OF OLD HINGES.

13 PROVIDE ACCESS CONTROL KEYPAD/PROXIMITY CARD READER ON
STOREFRONT MULLION

14 INSTALL T-1 FLOOR TILE.

NO. ISSUED COMMENTS

1 9.10.2020 75% PROGRESS SET

2 10.13.2020 PERMIT SET/ PRICING
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