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A3.4

1. ALL FIRST FLOOR CEILINGS SHALL BE 9' - 3" ABOVE FINISHED FLOOR AND 

SECOND FLOOR CEILINGS SHALL BE 8' - 6" ABOVE FINISHED FLOOR, UNLESS 

NOTED OTHERWISE.

2. IN THE CASE OF MINOR DISCREPANCIES BETWEEN MEP AND ARCHITECTURAL 

DOCUMENTS IN THE LOCATION OF CEILING MOUNTED COMPONENTS, THE 

ARCHITECTURAL REFLECTED CEILING PLAN SHALL GOVERN. IN THE CASE OF 

MAJOR DISCREPANCIES, THE ARCHITECT SHALL BE NOTIFIED AS SOON AS THE 

DISCREPANCY IS DISCOVERED PRIOR TO PROCEEDING WITH THE WORK.

3. LIGHTS, DIFFUSERS, EXIT SIGNS, SMOKE DETECTORS, SPEAKERS, STROBES AND 

MISCELLANEOUS DEVICES SHALL BE CENTERED IN THE CEILING TILE IN WHICH 

THEY OCCUR, UNO.

4. REFERENCE MECHANICAL AND ELECTRICAL DRAWINGS FOR MOUNTING 

LOCATIONS OF ITEMS WHERE NO CEILING IS REQUIRED OF INDICATED.

5. REFERENCE A3.3 FOR CONTROL JOINT DETAILS.
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3/16" = 1'-0"1 FIRST FLOOR REFLECTED CEILING PLAN - NEW WORK

1 1/2" = 1'-0"2 GYPSUM BOARD FURR DOWN AGAINST PARTITION

CEILING DETAILS

NO. ISSUED COMMENTS

1 9.10.2020 75% PROGRESS SET

2 10.13.2020 PERMIT SET/ PRICING
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